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Summary This paper reports the results of ELEXON’s annual audit of Line Loss Factor 
(LLF) values for the 2018/19 BSC Year performed in accordance with BSCP128. 
We invite the Supplier Volume Allocation Group (SVG) to approve the Supplier 
Volume Allocation (SVA) LLF values for all of the Licensed Distribution System 
Operators (LDSOs). 

 

1. Introduction 

1.1 BSCP128 ‘Production, Submission, Audit and Approval of Line Loss Factors’ details a set of principles by which 

LDSOs must calculate their LLFs. This requires ELEXON to conduct an annual audit on the calculation of the 

LLFs created using the approved methodology ahead of the implementation of new annual LLF values on 1 

April. 

1.2 ELEXON performed the annual review of the LLF methodologies submitted by each LDSO in August 2017 (see 

SVG paper 199/02). All methodologies were found to be compliant.  

1.3 Following the methodology audit, ELEXON has audited the SVA and Central Volume Allocation (CVA) LLF 

values in accordance with BSCP128. There are no outstanding non-compliances. We invite the SVG to 

approve the SVA LLF values for use in Settlement for the 2018/19 BSC Year. We will present the CVA LLF 

values to the Imbalance Settlement Group (ISG) for approval on 20 February 2018. 

1.4 Attachment A summarises the total number of non-compliances for all LDSOs found during the audit process. 

Attachment B provides a confidential breakdown of the non-compliances for SVG Members. 

2. Audit process changes for 2018/19 

There have been no changes to the LLF Audit process between audit years. However the implementation of 

CP1492 'Causes and treatment of large Line Loss Factors', in the February 2018 Release, will introduce a new 

principle that Host LDSOs will need to follow from the next audit year. Two Host LDSOs1 have been using the 

provisions of the new Principle (which did not have an impact on the current BSCP128 provisions) for their 

LLF calculations. 

3. Host LDSO audit results for 2018/19 

3.1 For the 2018/19 audit year, ELEXON performed site visit audits for all Host LDSOs. All were completed and 

the final audit reports were issued by 31 December 2017. All Host LDSOs achieved a final result of compliant. 

3.2 All Host LDSOs met all BSCP128 deadlines. 

                                                

1 According to BSCP128: ‘A LDSO operating a distribution network that is directly connected to the Transmission System in their own distribution 

licence area’. 
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3.3 One out of six Host LDSOs had to resubmit their documentation to resolve the outstanding non-compliances. 

This is an improvement to the previous year, where three LDSOs had to resubmit some of the audited files.  

3.4 ELEXON plans to hold a joint lessons learned session on 15 March 2018 with representatives from Host 
LDSOs and Embedded LDSOs2. The aim of the session is to discuss the overall results of the audit and share 

feedback on the audit process.  

4. Embedded LDSO audit results for 2018/19 

4.1 Eight Embedded LDSOs were subject to the audit plus an embedded network owned by one of the Host 

LDSOs. All Embedded LDSOs chose to Mirror LLF Classes (LLFCs) of Host LDSOs; the LDSO-owned embedded 

Party chose a combination of Mirroring and Calculation. 

4.2 Initially all but two Embedded LDSOs were found non-compliant. Last year, those Embedded LDSOs with 

identified non-compliances resolved them with a single document re-submission. This year’s trend was similar 

with one Embedded LDSO resubmitting twice. After initial conversations with Embedded LDSOs, ELEXON 

concluded that Embedded LDSOs use LDSO charging statements to prepare their submission instead of LLFs 

provided by ELEXON. Further clarification will be sought at the lessons learned.  

4.3 Since the start of the audit (1 August 2017) two new Embedded LDSOs joined the market – G2 Energy 

Embedded LDSO Limited (GGEN; Paper PAB199/16; August 2017) and Fulcrum Electricity Assets Ltd (FEAL; 

Paper PAB204/12; January 2018). Both Embedded LDSOs decided to Mirror Host LDSO LLF values. ELEXON 

liaised with both Parties to ensure that they enter the market correctly. They will take part in next year’s LLF 

audit. 

4.4 In addition, there is another Embedded LDSO that is likely to join during the 2018/19 BSC Year - Murphy 

Power Distribution Ltd (MPDL). The Market Entry Team at ELEXON is monitoring the stages of the entry 

process for MPDL, which is currently scheduled to be complete by May/June 2018. 

5. Recommendations 

5.1 We invite you to: 

a) NOTE that all SVA non-compliances have been resolved; 

b) APPROVE the SVA LLFs for use in Settlement from 1 April 2018 – 31 March 2019; and 

c) NOTE that we will seek the ISG’s approval of the CVA LLFs at its meeting on 20 February 2018. 

Attachments 

Attachment A – LDSO LLF Audit Report Aggregated Summary 

Attachment B – (CONFIDENTIAL) LDSO LLF Audit Report Summary 

 

For more information, please contact: 

Paulina Stelmach, Settlement Operations Analyst 

Paulina.Stelmach@elexon.co.uk 

020 7380 4372 

 

                                                

2 According to BSCP128: ‘A LDSO operating an independent distribution network connected to a Host LDSO’s distribution network (e.g. This 

includes both independent LDSOs and Host LDSOs that are operating outside their geographical area).’ 
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